Tag Descriptor Panel Loc.| DI DO Al AO Dwg #
PCV-504 CHW back pressure control valve 600A 1 601
PDS-703 PCHPS8 differential pressure switch 600A 1 601
PDS-704 PCHP9 differential pressure switch 600A 1 601
YC-708 PCHPS start 600A 1 601
XS-708 PCHP8 Disconnect 600A 1 601
MI-708 PCHPS8 run status 600A 1 601
HS-708 PCHP8 HOA in Auto 600A 1 601
YC-709 PCHP9 start 600A 1 601
XS-709 PCHP9 Disconnect 600A 1 601
MI-709 PCHP9 run status 600A 1 601
HS-709 PCHP9 HOA in Auto 600A 1 601
FV-793 PCHP8 control valve 600A 1 601
ZS0-793 PCHP8 control valve limit open 600A 1 601
FV-794 PCHP9 control valve 600A 1 601
ZS0-794 PCHP9 control valve limit open 600A 1 601
PDS-601 CHLS5 CH differential pressure sw 600-2 1 603
PDS-602 CHL6 CH differential pressure sw 600-2 1 603
YC-605 CHP5 VFD Start 600-3 1 603
XA-605 CHP5 VFD Fault Status 600-3 1 603
SC-605 CHP5 VFD speed set 600-3 1 603
SI-605 CHP5 VFD Speed Feedback 600-3 1 603
MI-605A CHP5 VFD Run Status 600-3 1 603
YC-606 CHP6 VFD Start 600-3 1 603
XA-606 CHP6 VFD Fault Status 600-3 1 603
SC-606 CHP6 VFD speed set 600-3 1 603
S1-606 CHP6 VFD Speed Feedback 600-3 1 603
MI-606A CHP6 VFD Run Status 600-3 1 603
TE-610 CHL5 CHS temperature 600-2 1 603
TE-616 CHL6 CHS temperature 600-2 1 603
PSL-630 CHPS5 low suction pressure SW 600-2 1 603
FSL-632 CHPS5 CH discharge flow low sw 600-2 1 603
PSL-634 CHP6 low suction pressure SW 600-2 1 603
FSL-636 CHP6 CH discharge flow low sw 600-2 1 603
FT-645 CHP5 CHR flow 600-1N 1 603
FT-646 CHP6 CHR flow 600-1S 1 603
ZS0-649 CHP5 CHR flow valve 600-1N 1 603
ZSC-649 CHP5 CHR flow valve 600-1N 1 603
FV-649 CHP5 CHR flow valve 600-1N 1 603
ZS0-650 CHP6 CHR flow valve 600-1S 1 603
ZSC-650 CHP6 CHR flow valve 600-1S 1 603
FV-650 CHP6 CHR flow valve 600-1S 1 603
TCV-653 CHPS5 inlet temperature reg valve 600-1N 1 603
TCV-654 CHP6 inlet temperature reg valve 600-1S 1 603
TE-657 CHP5 Blend Bypass Temperature 600-1N 1 603
TE-658 CHP6 Blend Bypass Temperature 600-1S 1 603
TE-661 CHL5 CHR temperature 600-1N 1 603
TE-662 CHL6 CHR temperature 600-1S 1 603
YC-681 CHLS5 Chiller Start 600-2 1 603
XA-681 CHL5 Chiller General alarm 600-2 1 603
TC-681 CHL5 rem evaporator temperature set 600-2 1 603
MI-681 CHLS5 Chiller Run Status 600-2 1 603
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DL-681 CHL5 Demand Limit 600-2 1 603
YC-682 CHLS6 Chiller Start 600-2 1 603
XA-682 CHL6 Chiller General alarm 600-2 1 603
TC-682 CHL6 rem evaporator temperature set 600-2 1 603
MI-682 CHLS6 Chiller Run Status 600-2 1 603
DL-682 CHL6 Demand Limit 600-2 1 603
FT-691 CHLS5 Blend Recycle Flow 600-1N 1 603
FT-692 CHLS6 Blend Recycle Flow 600-1S 1 603
ZSB2-705 |CHL5 flow reversing valve Reverse Flow 600-1N 1 604
ZSB1-705 |CHLS5 flow reversing valve Normal Flow 600-1N 1 604
ZSA2-705 |CHL5 flow reversing valve Rotation Malfunction 600-1N 1 604
FV-705 CHLS5 flow reversing valve 600-1N 1 604
ZSB2-706 |CHL6 flow reversing valve Reverse Flow 600-1S 1 604
ZSB1-706 |CHL6 flow reversing valve Normal Flow 600-1S 1 604
ZSA2-706 |CHL6 flow reversing valve Rotation Malfunction 600-1S 1 604
FV-706 CHL6 flow reversing valve 600-1S 1 604
PT-712 CWS pump disch header pressure 600-1N 1 604
YCO-714 Cooling twr bypass motrzd. valve - Open 600-1N 1 604
YCC-714 Cooling twr bypass motrzd. valve - Close 600-1N 1 604
XS-714 Cooling twr bypass motrzd. Valve Disconnect 600-1N 1 604
ZS0-714 Cooling twr bypass motrzd. valve 600-1N 1 604
ZSC-714 Cooling twr bypass motrzd. valve 600-1N 1 604
YCO-715 Cooling twr 5 isolation/inlet motrzd. valve Open 600-1N 1 604
YCC-715 Cooling twr 5 isolation/inlet motrzd. valve Close 600-1N 1 604
XS-715 Cooling twr 5 isolation/inlet motrzd. Valve Disconnd¢ 600-1N 1 604
ZS50-715 Cooling twr 5 isolation/inlet motrzd. valve 600-1N 1 604
ZSC-715 Cooling twr 5 isolation/inlet motrzd. valve 600-1N 1 604
YCO-716 Cooling twr 6 isolation/inlet motrzd. valve Open 600-1S 1 604
YCC-716 Cooling twr 6 isolation/inlet motrzd. valve Close 600-1S 1 604
XS-716 Cooling twr 6 isolation/inlet motrzd. Valve Disconnd 600-1S 1 604
ZS0-716 Cooling twr 6 isolation/inlet motrzd. valve 600-1S 1 604
ZSC-716 Cooling twr 6 isolation/inlet motrzd. valve 600-1S 1 604
TE-724 CWS pump supply header temperature 600-1N 1 604
PT-725 CWS pump supply header pressure 600-1N 1 604
JS-726 Cooling tower 5 sump heater 600-3 1 604
JS-727 Cooling tower 6 sump heater 600-3 1 604
YC-729 CH5 Condenser Pump VFD Start 600-3 1 604
XA-729 CH5 Condenser Pump VFD Fault Status 600-3 1 604
SC-729 CH5 Condenser Pump VFD speed set 600-3 1 604
SI-729 CH5 Condenser Pump VFD Speed Feedback 600-3 1 604
MI-729A CH5 Condenser Pump VFD Run Status 600-3 1 604
YC-730 CH6 Condenser Pump VFD Start 600-3 1 604
XA-730 CH6 Condenser Pump VFD Fault Status 600-3 1 604
SC-730 CH6 Condenser Pump VFD speed set 600-3 1 604
SI-730 CH6 Condenser Pump VFD Speed Feedback 600-3 1 604
MI-730A CH6 Condenser Pump VFD Run Status 600-3 1 604
CV-731 Cooling tower water blowdown valve 600-1S 1 604
ZS50-731 Cooling tower water blowdown valve 600-1S 1 604
ZSC-731 Cooling tower water blowdown valve 600-1S 1 604
YI-731 Cooling tower water blowdown valve 600-1S 1 604
ZS0-732 CWP5 CHR flow valve 600-1N 1 604
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ZSC-732 CWP5 CHR flow valve 600-1N 1 604
FV-732 CWP5 CHR flow valve 600-1N 1 604
ZS0-733 CWP6 CHR flow valve 600-1S 1 604
ZSC-733 CWP6 CHR flow valve 600-1S 1 604
FV-733 CWP6 CHR flow valve 600-1S 1 604
FV-734 Condenser Water Make-up Valve 600-1S 1 604
ZS0-734 Condenser Water Make-up Valve Open 600-1S 1 604
ZSC-734 Condenser Water Make-up Valve Close 600-1S 1 604
AT-739 Condenser Water Conductivity 600-1S 1 604
TE-741 CHL5 CWR temperature 600-1N 1 604
TE-743 CHL5 CWS temperature 600-1N 1 604
PDS-744 CHL5 COW differential pressure sw 600-2 1 604
TE-746 CHL6 CWS temperature 600-1S 1 604
TE-747 CHL6 CWR temperature 600-1S 1 604
PDS-749 CHL6 COW differential pressure sw 600-2 1 604
LT-762 Cooling tower basin level 600-1N 1 604
LS-763 Cooling tower basin point levels 600-1N 5 604
PSL-768 CWP5 low suction pressure SW 600-1N 1 604
PSL-769 CWP6 low suction pressure SW 600-1S 1 604
YCF-772 Cooling tower 5 VFD Start Forward 600-3 1 604
YCR-772 Cooling tower 5 VFD Start Reverse 600-3 1 604
XA-772 Cooling tower 5 VFD Fault 600-3 1 604
SC-772 Cooling tower 5 VFD speed set 600-3 1 604
SI-772 Cooling Tower 5 VFD Speed Feedback 600-3 1 604
MI-772A Cooling tower 5 VFD Run Status 600-3 1 604
YCF-773 Cooling tower 6 VFD Start Forward 600-3 1 604
YCR-773 Cooling tower 6 VFD Start Reverse 600-3 1 604
XA-773 Cooling tower 6 VFD Fault 600-3 1 604
SC-773 Cooling tower 6 VFD speed set 600-3 1 604
SI-773 Cooling Tower 6 VFD Speed Feedback 600-3 1 604
MI-773A Cooling tower 6 VFD Run Status 600-3 1 604
YS-778 Cooling tower 5 Fan Vibration 600-1N 1 604
YS-779 Cooling tower 6 Fan Vibration 600-1S 1 604
YCO-800 Cooling twr 5 sump drain valve Open 600-1N 1 604
YCC-800 Cooling twr 5 sump drain valve Close 600-1N 1 604
ZS0-800 Cooling twr 5 sump drain valve open 600-1N 1 604
ZSC-800 Cooling twr 5 sump drain valve closed 600-1N 1 604
YCO-801 Cooling twr 6 sump drain valve Open 600-1S 1 604
YCC-801 Cooling twr 6 sump drain valve Close 600-1S 1 604
ZS0-801 Cooling twr 6 sump drain valve open 600-1S 1 604
ZSC-801 Cooling twr 6 sump drain valve closed 600-1S 1 604
FT-735A Condenser Water Make-up Flow - Analog 600-1S 1 604
FC-735A CW Make-Up Flow To Chemical Treatment - Anal{ 600-1S 1 604
FC-735B CW Make-Up Flow To Chemical Treatment Pulse | 600-1S 1 604
FT-736A Blow-Down Flow - Analog 600-1S 1 604
TE-780 Air compressor 3 CWR temperature 600-2 1 605
YC-781 Air compressor 3 Start 600-2 1 605
XA-781 Air compressor 3 general alarm 600-2 1 605
MI-781 Air compressor 3 Run Status 600-2 1 605
TE-782 Air Dryer 3 CHR temperature 600-2 1 605
YC-783 Air dryer 3 Start 600-2 1 605
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XA-783 Air dryer 3 general alarm 600-2 1 605
MI-783 Air dryer 3 Run Status 600-2 1 605
PT-784 Instrument Air Receiver 2 Pressure 600-2 1 605
FT-785 Instrument Air Flow (main 6" header) 600-2 1 605
PDT-786 Instrument Air Filter differential pressure 600-2 1 605
PT-787 Instrument Air pressure 600-2 1 605
TV-788 Air compressor chilled water temperature control 600-2 605
PDS-789 Air compressor chilled water differential pressure 600-2 1 605
MI-729B CH5 Condenser Pump VFD Bypass Running 600-3 1 604
MI-730B CH6 Condenser Pump VFD Bypass Running 600-3 1 604
MI-772A Cooling tower 5 VFD Bypass Running 600-3 1 604
MI-773B Cooling tower 6 VFD Bypass Running 600-3 1 604
MI-605B CHP5 VFD Bypass Running 600-3 1 603
MI-606B CHP6 VFD Bypass Running 600-3 1 603
FV-790 Air compressor chilled water isolation 600-2 1 605
ZS0-790 Air compressor chilled water isolation 600-2 1 605
ZSC-790 Air compressor chilled water isolation 600-2 1 605
FV-777 IAC dryer chilled water isolation 600-2 1 605
ZS0-777 IAC dryer chilled water isolation 600-2 1 605
ZSC-777 IAC dryer chilled water isolation 600-2 1 605

Totals:

[ 84 | 37 | 33 | 14 |
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